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OPC: ACQUISITION AND MATERIALS MANAGEMENT

ACQUISITION AND MATERIALS MANAGEMENT (AMMS) DOCK1 1 DOCK 130 103 -21% C RB GWB/CMU N/A OPEN 12' - 0" 44Z 5B

ACQUISITION AND MATERIALS MANAGEMENT (AMMS) SRE01 1 STORAGE 130 217 67% C RB GWB/CMU WP @ 4'-0" AT 9' - 0" OPEN N/A

ACQUISITION AND MATERIALS MANAGEMENT (AMMS) SRHM1 1 ELEC 50 136 172% C RB GWB(SC) N/A AT(SP) 9' - 0" 38 V SH-3C

OPC: ADMINISTRATION

ADMINISTRATION OFA01 1 OFFICE 100      120 20% CPT RB GWB N/A AT 9' - 0" 1/2 S 3E

OPC: AUDIOLOGY AND SPEECH PATHOLOGY

AUDIOLOGY AND SPEECH PATHOLOGY EXEN1 1 IRRIGATION 120 115 -4% WSF RB GWB N/A AT 9' - 0" 19/20 U 4L

AUDIOLOGY AND SPEECH PATHOLOGY EXOS1 2 TREATMENT 240      232 -3% WSF RB GWB N/A AT 9' - 0" 19/20 U 4L

AUDIOLOGY AND SPEECH PATHOLOGY OPMH1 1 PROCEDURE RM 120 303 153% WSF RB GWB N/A AT 9' - 0" 19/20 U 4L

AUDIOLOGY AND SPEECH PATHOLOGY PESH1 2 EXAM RM 240 262 9% - - N/A N/A AT 9' - 0" PREFAB NA

AUDIOLOGY AND SPEECH PATHOLOGY PESH4 2 CONTROL 240 266 11% - - PREFAB N/A PREFAB 0 PREFAB NA

AUDIOLOGY AND SPEECH PATHOLOGY SRCH1 1 CALIBRATION 125 118 -6% QTZ RB GWB N/A AT 9' - 0" 19/20 V-D M 4L

AUDIOLOGY AND SPEECH PATHOLOGY WRTM1 1 TEAM ROOM 125 187 50% CPT RB GWB N/A AT 9' - 0" 19/20 S 4L

OPC: CIRCULATION

CIRCULATION 0 5 CIRCULATION 600 13980 2230% VARIES RB GWB N/A AT / GWB 9' - 0" OPEN OPEN

OPC: ENVIRONMENTAL MANAGEMENT SERVICES

ENVIRONMENTAL MANAGEMENT SERVICES JANC1 2 HSKPG 160      189 18% ERF ERF GWB WP @ 4'-0" AT(SP) 8' - 0" 2U 5D

ENVIRONMENTAL MANAGEMENT SERVICES LCCL1 1 CLEAN UTILITY STORAGE 100      254 154% WSF WSF GWB(SC) WP @ 4'-0" AT(SP) 8' - 0" 2 U SH-3C

ENVIRONMENTAL MANAGEMENT SERVICES LCSL1 1 SOILED UTILITY 100 89 -11% WSF WSF GWB(SC) WP @ 4'-0" AT(SP) 8' - 0" 2 U SH-3C

ENVIRONMENTAL MANAGEMENT SERVICES SRGC1 1 MED GAS 120 52 -57% C RB GWB WP @ 4'-0" AT(SP) 8' - 0" 2 U SH-3C

ENVIRONMENTAL MANAGEMENT SERVICES SRHM1 1 BIOHAZARD 40 80 100% WSF WSF GWB(SC) WP @ 4'-0" AT(SP) 8' - 0" 2 U SH-3C

ENVIRONMENTAL MANAGEMENT SERVICES SRSE1 1 RME 40 125 213% ERF RB GWB WP @ 4'-0" AT 8' - 0" 2 U 4F QTZ - ALT TO ERF. FRP WALL PROTECTION

OPC: EYE CLINIC

EYE CLINIC EYFC1 1 PHOTOGRAPHY 180      167 -7% RSF RB GWB N/A AT 9' - 0" 19/20 U,T 3G

EYE CLINIC EYFD1 1 FITTING / DISPENSING 125 135 8% SVT RB GWB/W N/A AT 9' - 0" 19/20 U 3G

EYE CLINIC EYVF1 1 VISUAL FIELDS 180 97 -46% SVT RB GWB N/A AT 9' - 0" 19/20 U 3G

EYE CLINIC OFA03 1 OFFICE 120 109 -9% CPT RB GWB N/A AT 9' - 0" 1/2 S 3E

EYE CLINIC SRE01 1 RME 120 73 -39% WSF WSF GWB WP @ 4'-0" AT 8' - 0" 1/2 U 5B QTZ - ALT TO WSF

EYE CLINIC TREY1 3 EXAM 385 383 -1% WSF WSF GWB N/A AT 9' - 0" 19/20 U 1Q

EYE CLINIC WRC01 1 DILATION 120 133 11% SVT RB GWB/W N/A AT 9' - 0" OPEN NA

OPC: LESSOR SPACE

LESSOR SPACE COMC1 1 COMM 120      122 2% WSF RB GWB N/A AT 8' - 0" 19/20 S 5 STATIC DISSIPATIVE FLOOR FINISH

LESSOR SPACE FSPT1 1 FIRE 120 80 -33% C RB GWB N/A OPEN 0 0 5

LESSOR SPACE MECH1 1 MEP 120 306 155% C RB GWB N/A AT 9' - 0" 19/20 SS 11C

LESSOR SPACE SRHM1 1 HAZARD 120 52 -57% WSF WSF GWB N/A AT 8' - 0" 2 U 5

OPC: LOBBY

LOBBY LOB02 1 LOBBY 120      111 -8% SVT/EWM RB GWB N/A AT 9' - 0" ALUM. 0 8'-0" DEEP ENTRY WALK-OFF MAT AT ENTRY

LOBBY RECP1 1 RECEPT 100      96 -4% SVT RB GWB N/A AT 9' - 0" 19/2O S 3B

LOBBY SRLW1 1 WHEELCHAIR 120      72 -40% SVT RB GWB N/A AT 8' - 0" OPEN N/A

LOBBY TLTF2 1 WOMEN'S TLT 200      245 23% ERF ERF GWB PT @ 9'-0" AT 9' - 0" 19/20 S 2G/4B PORCELAIN WALL TILE FULL HEIGHT

LOBBY TLTM2 1 MEN'S TLT 200      249 25% ERF ERF GWB PT @ 9'-0" AT 9' - 0" 19/20 S 2G/4B PORCELAIN WALL TILE FULL HEIGHT

LOBBY TLTU1 1 P TLT 60        96 60% ERF ERF GWB PT @ 9'-0" AT 9' - 0" 19/20 S 2G/4B PORCELAIN WALL TILE FULL HEIGHT

OPC: LOCKERS, LOUNGES, TOILETS AND SHOWERS

LOCKERS LOUNGES TOILETS AND SHOWERS TLTS1 1 STAFF WOMEN SHOWER 120      117 -3% ERF ERF GWB PT @ 9'-0" GWB(SC) 9' - 0" 19/2O S 2G/4B COVE BASE

LOCKERS LOUNGES TOILETS AND SHOWERS TLTS2 1 STAFF MALE SHOWER 120      120 0% ERF ERF GWB PT @ 9'-0" GWB(SC) 9' - 0" 19/20 S 2G/4B COVE BASE

OPC: MENTAL HEALTH

MENTAL HEALTH EXRG3 4 TELE-HEALTH 500      506 1% RSF RSF GWB N/A GWB 9' - 0" 19/20 U 1L

MENTAL HEALTH OFDC1 10 CONSULT 1,250   1,259 1% CPT RB GWB N/A AT 9' - 0" 19/20 U 3E

MENTAL HEALTH RECP1 1 RECEPT 120      88 -27% SVT PRB GWB N/A AT 9' - 0" 1/2 S NA FEATURE WALL BEHIND RECEPTION

MENTAL HEALTH SRSE1 1 STORAGE -       47 #DIV/0! QTZ RB GWB WP @ 4'-0" AT 9' - 0" 1 QQ 4F QTZ - ALT TO VCT

MENTAL HEALTH WRTM1 1 MH STAFF TEAM WORK AREA -       706 #DIV/0! CPT1 RB GWB N/A AT 9' - 0" 1/2 S 3B ACOUSTICAL CEILING CLOUDS

MODULE 1

MODULE 1 EXP01 4 PODIATRY 485      490 1% SVT RB GWB N/A AT 9' - 0" 19/20 U 1L 39/40 S DOOR ON STAFF CORRIDOR SIDE

MODULE 1 EXPA1 18 EXAM 2,370   2,271 -4% WSF PRB GWB N/A AT 9' - 0" 19/20 U 1L 39/40 S DOOR ON STAFF CORRIDOR SIDE

MODULE 1 EXRG8 2 WOMEN'S HEALTH 250      280 12% WSF WSF GWB N/A AT 9' - 0" 19/20 U 1R

MODULE 1 OFA02 2 HAS OFFICE 250      252 1% RSF RB GWB N/A AT 9' - 0" 19/20 U 3B

MODULE 1 OFDC1 2 CONSULT / TELE 120      221 84% SVT2 RB GWB N/A AT 9' - 0" 19/20 U 3G 39/40 S DOOR ON STAFF CORRIDOR SIDE

MODULE 1 OFDC2 5 CONSULT 495      593 20% SVT RB GWB N/A AT 9' - 0" 19/20 U 0 39/40 S DOOR ON STAFF CORRIDOR SIDE

MODULE 1 OFDC3 1 PHARMACY CONSULT 125      130 4% SVT RB GWB N/A AT 9' - 0" 19/20 U 3G 39/40 S DOOR ON STAFF CORRIDOR SIDE

MODULE 1 RCA01 2 C.C. ALCOVE 40        52 30% SVT RB GWB WP @ 4'-0" AT 8' - 0" OPEN N/A

MODULE 1 RCA02 2 MED ALCOVE 40        51 28% SVT RB GWB WP @ 4'-0" AT 8' - 0" OPEN N/A

MODULE 1 SL001 1 STAFF LOUNGE 240      402 68% SVT3 RB GWB N/A AT 9' - 0" 2 S SH-3B

MODULE 1 SRE01 2 STOR -       100 #DIV/0! SVT RB GWB WP @ 4'-0" AT 9' - 0" OPEN N/A

MODULE 1 TLTU1 1 P TLT 60 67 12% ERF ERF GWB PT @ 9'-0" AT 9' - 0" 19/20 S 2G

MODULE 1 TLTU2 1 S TLT 60 67 12% ERF ERF GWB PT @ 9'-0" AT 9' - 0" 19/20 S 2G

MODULE 1 TLTU3 2 WH TLT 120 105 -13% ERF ERF GWB PT @ 9'-0" AT 9' - 0" 19/20 S 2G

MODULE 1 WRC01 1 SUB-WAITING 120 97 -19% SVT RB GWB N/A AT 9' - 0" OPEN N/A

MODULE 1 WRTM1 2 TEAM WORK AREA 2520 2077 -18% CPT1 RB GWB N/A AT 12' - 0" N/A N/A

MODULE 2

MODULE 2 EXPA1 12 EXAM 1495 1504 1% WSF WSF GWB N/A AT 9' - 0" 19/20 U 0 39/40 S DOOR ON STAFF CORRIDOR SIDE

MODULE 2 EXRG8 2 WOMEN'S HEALTH 250 255 2% WSF WSF GWB N/A AT 9' - 0" 19/20 U 1R

MODULE 2 ODFC2 1 CONSULT 125 125 0% CPT RB GWB N/A AT 9' - 0" 19/20 U 3G 39/40 S DOOR ON STAFF CORRIDOR SIDE

MODULE 2 OFDC2 3 CONSULT 375 407 9% CPT RB GWB N/A AT 9' - 0" 19/20 U 3G 39/40 S DOOR ON STAFF CORRIDOR SIDE
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SCHEDULE  E:   ROOM FINISH, DOOR, AND HARDWARE SCHEDULE

MODULE 2 PEHW1 2 TELE-RETINAL 165      221 34% SVT2 RB GWB N/A AT 9' - 0" 19/20 U 1L

MODULE 2 RCA01 1 C.C ALCOVE 20        25 25% SVT RB GWB WP @ 4'-0" AT 8' - 0" OPEN N/A

MODULE 2 RCA02 1 MED ALCOVE 20        25 25% SVT RB GWB WP @ 4'-0" AT 8' - 0" OPEN N/A

MODULE 2 SRE01 1 STOR -       50 #DIV/0! SVT RB GWB WP @ 4'-0" AT 8' - 0" OPEN N/A

MODULE 2 TLTU1 3 P TLT 180      192 7% ERF ERF GWB PT @ 9'-0" AT 9' - 0" 19/20 S 2G

MODULE 2 TLTU2 1 S TLT 60        67 12% ERF ERF GWB PT @ 9'-0" AT 9' - 0" 19/20 S 2G

MODULE 2 TLTU3 2 WH TLT 185      111 -40% ERF ERF GWB PT @ 9'-0" AT 9' - 0" 19/20 S 2G

MODULE 2 TRGM1 1 CRASH RM / PROCEDURE RM 125      182 46% WSF WSF GWB(SC) N/A AT(SP) 9' - 0" 19/20 W,T 4P

MODULE 2 WRTM1 1 TEAM  WORK AREA 1,260   1,039 -18% CPT1 RB GWB N/A AT 12' - 0" N/A N/A ACOUSTICAL CEILNG CLOUDS

OPC: PATHOLOGY AND LAB MEDICINE

PATHOLOGY AND LABORATORY MEDICINE LBVP1 4 BLOOD DRAW 480      178 -63% WSF WSF GWB(SC) N/A AT 9' - 0" N/A N/A

PATHOLOGY AND LABORATORY MEDICINE LBVP2 1 BARIATRIC ACCESSIBLE 120      62 -48% WSF WSF GWB(SC) N/A AT 9' - 0" N/A N/A

PATHOLOGY AND LABORATORY MEDICINE LMCH3 1 LAB GENERAL 120 661 451% WSF WSF GWB(SC) N/A AT 0 1/2 S 3G

PATHOLOGY AND LABORATORY MEDICINE RECP1 1 RECPT 60 90 50% WSF WSF GWB(SC) N/A AT 9' - 0" 19/2O S 3G

PATHOLOGY AND LABORATORY MEDICINE SRE01 1 STORAGE 60        62 3% QTZ RB GWB(SC) WP @ 4'-0" AT(SP) 9' - 0" 2U SH-3C

PATHOLOGY AND LABORATORY MEDICINE TLTU1 1 P TLT 60 54 -10% ERF ERF GWB PT @ 9'-0" AT 9' - 0" 19/20 S 2G

PATHOLOGY AND LABORATORY MEDICINE TLTU2 1 SPEC TLT 60 67 12% ERF ERF GWB PT @ 9'-0" AT 9' - 0" 19/20 S 2G

OPC: POLICE AND SECURITY

POLICE AND SECURITY CROP1 1 POLICE 120 122 2% QTZ RB GWB 0 AT 8' - 0" 1/2 S-T, CR SH-3

POLICE AND SECURITY LR001 1 POLICE LOCKER 125 129 3% QTZ RB GWB(SC) N/A AT 8' - 0" 1/2 S SH-3B QTZ - ALT TO VCT

POLICE AND SECURITY LR002 1 MEN'S CHANGING 60        62 3% QTZ RB GWB(SC) N/A AT 8' - 0" 1/2 S SH-3B QTZ - ALT TO VCT

POLICE AND SECURITY LR003 1 WOMEN'S CHANGING 60        62 3% QTZ RB GWB(SC) N/A AT 8' - 0" 1/2 S SH-3B QTZ - ALT TO VCT

POLICE AND SECURITY OPMH4 1 HOLDING 60        86 43% QTZ RB GWB N/A AT 8' - 0" 1/2 S SH-3B QTZ - ALT TO VCT

POLICE AND SECURITY SSS01 1 SAFE 40        48 20% SVT PRB GWB N/A AT 8' - 0" 1/2 S SH-3

OPC: RECEPTION AND WAITING AREA

RECEPTION/WAITING/PUBLIC SPACE OFA02 1 OFFICE -       122 #DIV/0! CPT RB GWB N/A N/A 9' - 0" 1/2 S 3E

RECEPTION/WAITING/PUBLIC SPACE RECP1 1 RECEPT 240      165 -31% CPT RB GWB N/A N/A 9' - 0" N/A N/A

RECEPTION/WAITING/PUBLIC SPACE WRC01 1 WAITING -       481 #DIV/0! SVT PRB GWB/W N/A AT 24' - 0" OPEN N/A

RECEPTION/WAITING/PUBLIC SPACE WRC02 1 FAMILY AREA -       229 #DIV/0! SVT PRB GWB/W N/A AT 24' - 0" OPEN N/A

RECEPTION/WAITING/PUBLIC SPACE WRC03 1 WAITING AREA -       329 #DIV/0! SVT PRB GWB/W N/A AT 24' - 0" OPEN N/A

OPC: SHARED

SHARED CLR01 2 GROUP ROOM / PATIENT EDUCATION 600      683 14% SVT2 RB GWB N/A AT 9' - 0" 19/20 U 4L

SHARED CRA01 1 CONFERENCE RM 220      273 24% CPT1 RB GWB N/A AT 9' - 0" 19/20 U 4J

SHARED OPMH1 2 GROUP ROOM 600      683 14% SVT2 RB GWB/W N/A AT 9' - 0" 19/20 U 4L

SHARED SRSE1 4 STOR 120      92 -23% QTZ RB GWB N/A AT 8' - 0" 19/20 U 4L QTZ - ALT TO VCT
SHARED WRTM1 1 MULTIPURPOSE 300      266 -11% SVT RB GWB N/A AT 9' - 0" 19/20 U 4L
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